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 A Post Survey Revisit (PSR) to the Life Safety 

Code Recertification and State Licensure Survey 

conducted on 05/20/13 was conducted by the 

Indiana State Department of Health in 

accordance with 42 CFR 483.70(a).

Survey Date:  07/09/13

Facility Number:  002667

Provider Number:  155678

AIM Number:  200300090

Surveyor:  Phillip Komsiski, Life Safety Code 

Specialist

At this PSR survey, Waterford Place Health 

Campus was found in compliance with 

Requirements for Participation in 

Medicare/Medicaid, 42 CFR Subpart 483.70(a), 

Life Safety from Fire, the 2000 edition of the 

National Fire Protection Association (NFPA) 101, 

Life Safety Code (LSC) and 410 IAC 16.2.  The 

original building (01) consisting of 100, 200, 300, 

400 and 600 halls was surveyed with Chapter 19, 

Existing Health Care Occupancies.

This one story facility was determined to be of 

Type V (111) construction and was fully 

sprinklered.  The facility has a fire alarm system 

with smoke detection in the corridors, spaces 

open to the corridors and hard wired smoke 

detectors in all resident sleeping rooms.  The 

facility has a capacity of 103 and had a census of 

83 at the time of this survey.

All areas where the residents have customary 

access were sprinklered and all areas providing 
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facility services were sprinklered.  

Quality Review by Robert Booher, Life Safety 

Code Specialist-Medical Surveyor on 07/10/13.

{K 000} INITIAL COMMENTS {K 000}

 A Post Survey Revisit (PSR) to the Life Safety 

Code Recertification and State Licensure Survey 

conducted on 05/20/13 was conducted by the 

Indiana State Department of Health in 

accordance with 42 CFR 483.70(a).

Survey Date:  07/09/13

Facility Number:  002667

Provider Number:  155678

AIM Number:  200300090

Surveyor:  Phillip Komsiski, Life Safety Code 

Specialist

At this PSR survey, the Legacy at Waterford 

Place Health Campus was found in compliance 

with Requirements for Participation in 

Medicare/Medicaid, 42 CFR Subpart 483.70(a), 

Life Safety from Fire, the 2000 edition of the 

National Fire Protection Association (NFPA) 101, 

Life Safety Code (LSC) and 410 IAC 16.2.  

Rooms 201 to 208 on 200 hall of the new building 

(02) which is completely separate from the 

original building was surveyed with Chapter 18, 

New Health Care Occupancies.

This one story facility was determined to be of 

Type V (111) construction and was fully 

sprinklered.  The facility has a fire alarm system 

with smoke detection in the corridors, spaces 

open to the corridors and battery powered smoke 
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detectors in all resident sleeping rooms.  The 

facility has a capacity of 103 and had a census of 

83 at the time of this survey.

All areas where the residents have customary 

access were sprinklered and all areas providing 

facility services were sprinklered.
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